262816 - Enclosed Circuit Breakers

Sandra Hickey
sandra.hickey@unh.edu

Follow this and additional works at: https://scholars.unh.edu/pdch_5_26

Recommended Citation
https://scholars.unh.edu/pdch_5_26/16

This Article is brought to you for free and open access by the Chapter 5 – Technical Construction and Renovation Standards at University of New Hampshire Scholars' Repository. It has been accepted for inclusion in Division 26 – Electrical by an authorized administrator of University of New Hampshire Scholars' Repository. For more information, please contact nicole.hentz@unh.edu.
262816 - Enclosed Circuit Breakers
SECTION 26 2816 - ENCLOSED CIRCUIT BREAKERS

PART 1 – GENERAL

1.1 SUMMARY

A. See Chapter 5, Division 01, Section 017700.1.1.B.1.i Closeout Procedures - Project Record Documents for equipment list requirements for all equipment provided in this section.

PART 2 - PRODUCTS

2.1 Generally accepted equipment providers. Provide submittal for acceptance.

A. All circuit breakers datasheets shall be submitted to the client for approval:

1. Circuit Breakers
   - General Electric
   - Westinghouse/Cutler Hammer
   - ITE
   - Square D

END OF SECTION 26 2816